N00173-14-0Q0-0169 ATTACHMENT 1

%:

Statement of Work

The contractor will supply the light poles, light fixtures, grounding rods, grounding -
cables and light sensing switches and accessories as need to accomplish the
following: :

Install 50° light poles located on the INTOP Facility pad as shown on the
attachment.

The pad consists of 9” thick concrete with re-bars. The concrete is to be cut to the
minimum size required to construct the pole support required to support the
lighting system and insure the survival of the pole, light fixtures, etc. in 100 mph
wind and rain.

The base support structure is to be designed such that the pole base flange is
flush with the concrete after the pole is attached.

The pole accessories are to be attached before the pole is raise. The accessories
consist of the 4 Proflex 28 light fixtures per pole, the light sensing switch, the 10
ft. lightning rod and the grounding cable with 20 ft. of excess cable per pole.

The 4 Lite Pro fixtures are replacements lighting on the 4 existing short light poles.
The existing fixture and the light sensing switch are too replaced.




